12x12 TX DUCT UP THRU
// ROOF TO TXF-2

~_ 24x14 RA UP

TO AC-4

. _16x16 SA UP

7O AC-4

—SKYLIGHT DESIGNED

NOTE:

1. ALL OUTDOOR DUCT MUST BE
INSULATED AND WEATHERPROOFED
ON ALL SURFACES. ALL DUCT
JOINTS SHALL BE SEALED WITH
3M DUCT SEALANT AND DUCT
TAPE PRIOR TO INSULATING. ALL
OUTDOOR DUCTS SHALL BE
INSULATED WITH RIGID BOARD
INSULATION NO LESS THAN 2
THICK ON ALL SIDES. THE TOP
SURFACE OF THE DUCT SHALL BE
PITCHED NO LESS THAN 12
WITH RIGID BOARD INSULATION.
ALL EXTERIOR DUCTS SHALL BE
WEATHERPROOFED OVER THE
INSULATION. DUCTS SHALL BE
MASTIC SEALED AND PAINTED
WITH WEATHER RESISTANT
FINISH.
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TEL: 631-859-3488
FAX: 631-859-3489
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